INPUT/OUTPUT LIST FOR

POINT NAME TYPE BASEBOARD POINT
XXX105JT AIN 1
XXX120TMP AIN 2
XXX150FT AN 3
XXX160PT AIN 4
XXX170PT AIN 5
XXX130L AOT 1
XXX150Fi AOT 2
XXX100JF DO 1
XXX110JF Dt 2
XXX110XA DI 3
XXX110XS DI 4
XXX125LH Dl 5
XXX180PL Di 6
XXX190PH Di 7
XXX200TH DI 8
XXX210MM DI 9
XXX210YS DI 10
XXX220MM Di 11
XXX220YS DI 12
XXX230MM DI 13
XXX230YS DI 14
XXX240MM Di 15
XXX240YS DI 16
XXXDCPWR Di 1
XXX090YF DO 1
XXX110XG DO 2
XXX110X! DO 3
XXX210M DO 4
XXX210M DO 5
XXX220M Do 6
XXX220M DO 7
XXX230M DO 8
XXX230M DO 9
XXX240M Do 11
XXX240M Do 10

A BOOSTER STATION

X—REF DESCRIPTION

Al—-B—~1 POWER USAGE

Al-B-2 STATION TEMP

Al~-B-3 STATION FLOW

Al-B—4 SUCTION PRESS

Al-B~5 DISCHARGE PRESS
AD-X1—1  TANK LEVEL INDICATION
AD—X1-2  STATION FLOW INDICATION
Di~-B--1 STATION POWER

DI-B-2 480V POWER FAIL
DI-B—-3 INTRUSION DOOR SWITCH
DI-B—4 INTRUSION ACKNOWLEDGMENT
DI-B-5 BUILDING WET FLOOR
Di—-B—86 LOW SUCTION CUTOUT
DI-B-7 HIGH DISCHARGE CUTOUT
Di-B—-8 PUMP HIGH TEMP
Di-B—-9 PUMP 1 RUN

DI-B—10  PUMP 1 HOC SWITCH
DI-B—-11 PUMP 2 RUN

Di-B-12  PUMP 2 HOC SWITCH
DI-B—-13  PUMP 3 RUN

DI-B—14 PUMP 3 HOC SWITCH
DI-B—-15 PUMP 4 RUN

DI-B—16  PUMP 4 HOC SWITCH
DI~-X1-1 DC POWER

DO-B—1 CENTRAL COMPUTER COMMUNICATIONS
DO-B-2  INTRUSION HORN
DO-B-3  INTRUSION LIGHT
DO-B—4  PUMP 1 CONTROL(STOP)
DO—B-5  PUMP 1 CONTROL(START)
DO-B-6  PUMP 2 CONTROL(STOP)
DO-B-7  PUMP 2 CONTROLgSTART)
DO-B-8  PUMP 3 CONTROL(STOP)
DO-X1-1 PUMP 3 CONTROL(START%
DO-X1—-3 PUMP 4 CONTROLgSTART
DO-X1—2 PUMP 4 CONTROL(STOP)

"XXX" SHALL BE DEFINED BY DOW PRIOR TO CONSTRUCTION.

"AIN" = 4/20 MA ANALOG INPUT
“DI” = DIGITAL INPUT

"DO” = DIGITAL OUTPUT

"AOT” = 4/20 MA ANALOG OUTPUT
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